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IMPERVYIOUS COVERAGE 50% 4931%=3812 8F | 4913%=3198 &F EXIST.
SITE PLAN 1S BASED UPON
SURVEY PREPARED BY: PHILIP A. McENTEE, Jr. -
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GENERAL NOTES
UILDING DESIGN -

THIS PROJECT HAS BEEN DESIGNED TO CONFORM WITH THE PROVISIONS OF THE LATEST EDITION OF THE STATE OF
NJ UNIFORM CONSTRUCTION CODE (UCC) AND ALL OF IT'S SUBCODE, THE 2221 INTERNATIONAL RESIDENTIAL CODE-
NJ EDITION, ¢ THE 2221 INTERNATIONAL ENERGY CONSERVATION CODE-NJ EDITION.

ARCHITECT'S ROLE -

THE FIRM OF NICOLAS SALERNO ARCHITECT, HAS NOT BEEN RETAINED FOR ANY FIELD SUPERVISION OR INSPECTIONS.
THE FIRMS SOLE RESONSIBILITY 1S LIMITED SOLELY TO ARCHITECTURAL CONSULTATION ¢ DESIGN, PREPARING
COSTRUCTION DOCUMENTS AND APPROVYAL OF ALL ARCHITECTURAL PLANS AND SPECIFICATIONS.

THE ARCHITECT WILL NOT BE RESPONSIBLE FOR THE ACTS AND OMISSIONS OF THE GENERAL CONTRACTOR, OR
THE BUILDING CONTRACTOR, OR ANY OF THEIR SUBCONTRACTORS OR THEIR AGENTS OR EMPLOYEES, OR ANY
OTHER PERSON PERFORMING THE WORK.

CONTRACTOR SHALL HOLD THE OUNER AND ARCHITECT HARMLESS FOR ANY DAMAGES WHICH MAY OCCUR DUE TO
THE MEANS AND METHODS OF THE CONTRACTOR OR ANY SUBCONTRACTOS DURING THE CONSTRUCTION PROCESS.

STATE NEW JERSEY EN Y CO COMPLIANC

BUILDING HAS BEEN DESIGNED TO MEET THE REQUIREMENTS OF THE 2221 INTERNATIONAL ENERGYT CONSERVATION
CODE NJ EDITION FOR RESIDENTIAL STRUCTURES.

CONTRACTO SPONSIBILITIES

CONTRACTOR TO COORDINATE MECHANICAL, ELECTRICAL, AND HYAC UWORK AND REQ™TS W/CONDITIONS SHOUWN
ON THE ARCHITECTURAL DRAUWINGS. YERIFT AND INTERFACE BETWEEN THE RESPECTIVE TRADES PRIOR TO THE
START OF CONSTRUCTION. NOTIFY THE HOMEOUNER OF ANY DISCREPANCIES PRIOR TO PROCEEDING WITH THE
WORK OR ORDERING MATERIALS IN QUESTION.

NOTE: THESE PLANS INDICATE THE DESIGN INTENT/SCOPE OF WORK TO BE PROVIDED. CONTRACTORS, WHERE
APPROPRIATE, SHALL PROVIDE ALL MATERIALS/LABOR TO PROVIDE A COMPLETE FINISHED PROJECT,
INCLUDING FIELD MODIFICATIONS AS REQUIRED.

ALL WORK PERFORMED BY THE CONTRACTOR SHALL BE IN CONFORMANCE WITH THE PROVISIONS OF THE LATEST
EDITION OF THE STATE OF NEW JERSEY UNIFORM CONSTUCTION CODE AND ALL OF IT'S SUBCODE AND OTHER LOCAL,
REGIONAL OR FEDERAL REGULATIONS

CONTRACTORS SHALL FULLY ACQUAINT THEMSELVES WITH THE EXISTING CONDITIONS AND SHALL HAVE VISITED
AND INSPECTED THE JOB SITE AND BE FULLY INFORMED AS TO THE NATURE OF EQUIPMENT AND FACILITIES
NEEDED FOR THE PROPER EXECUTION OF THE WORK. THE START OF DEMOLITION AND REMOVAL OFPERATIONS
WILL BE CONSTRUED AS EVIDENCE THAT THE CONTRACTORS HAVE COMPLIED WITH THESE REQUIREMENTS AND
LATER CLAIMS FOR DIFFICULTIES ENCOUNTERED WHICH COULD HAVE BEEN FORESEEN WILL NOT BE RECOGNIZED.

THE CONTRACTOR 19 RESPONSIBELE FOR ¢ SHALL VERIFY EXISTING CONDITIONS ¢ REVIEW THESE CONDITIONS WITH
THE PLANS BEFORE, DURING, ¢ AFTER CONSTRUCTION, ¢ ANY DISCREPANCIES BETWEEN THE ACTUAL CONDITIONS,
PLANS ¢ SPECIFICATIONS SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT, IN WRITING IMMEDIATTELY.
THIS NOTICE SHALL BE SENT TO THE ARCHITECTS OFFICE VIA CERTIFIED MAIL W/RETURN RECEIPT REQUESTED.
FAILURE TO PROVIDE SUCH NOTICE SHALL OBLIGATE THE CONTRACTOR TO PERFORM ANY ¢ ALL REMEDIAL
WORK THAT MAY BE REQUIRED AT NO ADDITIONAL COST TO THE HOMEOUNER

ALL WORK, WHETHER SHOWN OR IMPLIED, UNLESS SPECIFICALLY QUESTIONED IN WRITING SHALL BE CONSIDERED
FULLY UNDERSTOOD IN ALL RESPECTS BY THE TRADE CONTRACTOR AND SAID CONTRACTOR SHALL BE
RESPONSIBLE FOR ANY MISREPRESENTATIONS OR CONSEQUENCES THERECF.

CONTRACTOR SHALL PROVIDE ALL LABOR AND MATERIALS MENTIONED, INDICATED OR IMPLIED TO ACHIVE THE
INTENDED BUILDING CONSTRUCTION AND/OR RENOYATION ACCORDING TO THE METHODS OF BEST CONSTRUCTION
PRACTICES. ALL EQUIPMENT AND MATERIALS ARE TO BE NEW AND INSTALLED ACCORDING TO MANUFACTURER'S

RECOMMENDATIONS, UNLESS OTHERWISE NOTED.

CONTRACTORS SHALL FOLLOW ACCEPTED TRADE PRACTICES AND MANUFACTURERS' STANDARDS AND SHALL
PRODUCE THE PROJECT IN A GOOD WORKMANLIKE MANNER. ALL MATERIALS SHALL BE NEW AND
CONTRACTORS SHALL NOT SUBSTITUTE ANY STRUCTURAL MATERIALS WITHOUT THE PRIOR WRITTEN CONSENT OF
THE ARCHITECT.

CONTRACTOR SHALL INSURE AGAINST DAMAGE TO ADJACENT BUILDING MATERIALS AND FINISHES NOT INDICATED
TO BE REMOVED. CONTRACTOR SHALL REPAIR 4/OR REFPLACE ANY MATERIALS, EQUIPMENT ¢ FINISHES DAMAGED
DURING THE TERM OF THIS CONTRACT TO THE SATISFACTION OF THE HOMEOWNER AND/OR ARCHITECT.

CONTRACTORS SHALL LEAVE THE PREMISES IN A NEAT, CLEAN, AND SAFE CONDITION AT THE COMPLETION OF
WORK EACH DAY. STORAGE OF MATERIALS OR TOOLS SHALL NOT INTERFERE WITH THE MEANS OF EGRESS OF
THE SPACE OR ANY OTHER SPACE.

CONTRACTORS SHALL SUBMIT, IN WRITING, ALL PROPOSALS FOR ANY ADDITIONAL WORK BEYOND THE ORIGINAL
SCOPE OF WORK , TO THE HOMEOUNER FOR REVIEW AND APPROVYAL. NO WORK WITH REFERNCE TO THE ADDITIONAL
WORK, SHALL PROCEED UNTIL A SIGNED PROPOSAL/CHANGE ORDER IS RETURNED BY THE HOMEOWNER.

IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO KEEP THE BUILDING WEATHER-TIGHT AND MAINTAIN ALL
BARRICADES, SHORING, BRACING, AND OTHER SAFETY MEASURES REQUIRED TO PROTECT THE BUILDING,
WORKMEN, AND FPUBLIC.

DETAILS SHOUN IN ANY SECTION APPLY TO ALL SIMILAR SECTIONS UNLESS OTHERWISE NOTED.

ALL CUTTING AND / OR PATCHING OF OPENINGS SHALL BE POINTED UP AND REPAIRED FOR AN AIRTIGHT AND
WEATHER-TIGHT SEAL.

GUARANTEES: ALL MATERIALS AND WORKMANSHIP SUPPLIED BY ANY CONTRACTOR, SUBCONTRACTOR, OR
TRADESPERSON SHALL BE GUARANTEED FOR A PERIOD OF ONE TEAR FROM THE DATE OF FINAL ACCEPTANCE,
UNLESS OTHERWISE NOTED. EACH CONTRACTOR, SUBCONTRACTOR, OR TRADESPERSON SHALL BE RESPONSIBLE
FOR ALL COSTS INCIDENTAL THERETO, INCLUDING DAMAGE TO OTHER WORK, FURNISHINGS, OR EQUIPMENT. IF THE
CONTRACTOR, SUBCONTRACTOR, OR TRADESPERSON, AFTER NOTICE IN WRITING FROM THE HOMEOUNER FAILS TO
PROCEED PROMPTLY TO COMPLY WITH THE TERMS OF THE GUARANTEE, THE HOMEOWNER MAY HAVE THE
DEFECTS CORRECTED, AND THE CONTRACTOR, SUBCONTRACTOR, OR TRADESFERSON RESPONSIBLE AND HIS
SURETY SHALL BE LIABLE FOR ALL EXPENSES INCURRED.

INSURANCE: THE CONTRACTOR, SUBCONTRACTOR, OR TRADESPERSON SHALL OBTAIN AND PAY FOR
COMPREHENSIVE LIABILITY INSURANCE COVYERING THE ENTIRE WORK AND WORKERS COMPENSATION INSURANCE
IN ACCORDANCE WITH APPLICABLE CURRENT LAW. PRIOR TO THE COMMENCEMENT OF THE WORK, THE
CONTRACTOR, SUBCONTRACTOR, OR TRADESPERSON SHALL FURNISH TO THE HOMEOWNER COPIES OF ALL
REQUIRED CERTIFICATES OF INSURANCE.

INDEMNIFICATION: CONTRACTORS SHALL, TO THE FULLEST EXTENT PERMITTED BY LAW, DEFEND, INDEMNIFY, AND
HOLD HARMLESS THE HOMEOUNER AND ARCHITECT FROM ANY AND ALL CLAIMS DIRECTLY OR INDIRECTLY
ARISING FROM SAID CONTRACTOR'S NEGLIGENCE DURING THE PERFORMANCE OF THE WORK.

TECHNICAL NOTES AND SPECIFICATIONS

PREPARATION OF SITE-
ASSUMED SOILS BEARING CAPACITY OF 2000 PSF.

ALL EXCAVATION SHALL BE DONE AS INDICATED ON THE DRAUWINGS WITH SUFFICIENT WORKING SPACE TO FPERMIT
THE PLACING, INSPECTION, AND COMPLETION OF ALL WORK

EXCAYATE FOR FOUNDATION WALL FOOTINGS. THE BOTTOM OF FOOTINGS SHALL BE LEVEL. FOOTINGS ARE TO
BE STEPPED AT A MAXIMUM SLOPE OF 3@ DEGREES. THE DEPTH OF ALL FOOTINGS SHALL BE AS INDICATED ON
THE DRAWINGS AND AS REQUIRED BY LOCAL CODES. IF THE FOUNDATION ENCOUNTERED IS NOT SUFFICIENTLY
FIRM AT THE DEPTHS SHOUWN, THE HOMEOUNER SHALL BE INFORMED OF THE CONDITION.

FOUNDATION DRAINS SHALL CONSIST OF 4" PERFORATED PYC PIPE WITH STANDARD FITTINGS AT CORNERS AND
ANGLES. THE PIPE SHALL BE LAID ON A 12" GRAVEL BED JUST OUTSIDE THE FOUNDATION WALL FOOTINGS AND
SHALL BE UNIFORMLY PITCHED. ALL FOUNDATION DRAINS ARE TO BE RUN TO DAYLIGHT OR INTO A DRYWELL
AT A PITCH OF /4" PER FT. MINIMUM.

BACKFILLING SHALL BE OF EARTH, FREE FROM DEBRIS, AND PLACED IN HORIZONTAL LATYERS NO MORE THAN 12"
IN DEPTH. EACH LATER SHALL BE THOROUGHLY TAMPED SO THAT NO SETTLEMENT IN COMPLETED WORK WILL

STONE OR GRAVEL FILL SHALL BE PLACED IN A 4" LAYER UNDER CONCRETE FLOOR SLABS. STONE OR
GRAVEL SHALL COMPLY WITH AS.TM. SPECIFICATION C33 GRADES FROM 1" TO NO. 4. WHEN THE FILL IS PLACED,
IT SHALL BE THOROUGHLY COMPACTED BY TAMPING OR ROLLING.

FOOTINGS AND FOUNDATIONS -

FOOTINGS SHALL BE PLACED ON FIRM AND UNDISTURBED S$OIL, AND SHALL BE OF POURED CONCRETE WITH A
28-DAY MINIMUM COMPRESSIVE STRENGTH OF 20200 PS..

FOOTINGS SHALL BE A MINIMUM OF &" WIDER ON BOTH SIDES THAN FOUNDATION WALL ABOVE, AND SHALL BE A
MINIMUM OF 12" THICK. (SEE PLANS FOR SFPECIFIC SIZES).

BEFORE ANY WATERPROOFING 1S APPLIED, ALL SURFACES SHALL BE CLEAN, DRY, AND FREE OF ALL LOOSE
MORTAR AND ANY OTHER MATERIAL. WHERE FOUNDATION WALL 1 OF POURED CONCRETE, ALL FORM WIRES

SHALL BE CUT OFF FLUSH WITH THE WALL, THE ENDS BENT IN, AND COVERED WITH CEMENT MORTAR ALL SPACES
AROUND SERVICE PIPES ARE TO BE TIGHTLY SEALED. THE WATERPROOFING OF FOUNDATION WALLS SHALL BE
APPLIED FROM THE BOTTOM OF THE FOOTINGS TO THE LEVEL OF THE FINISHED EXTERIOR GRADE. WATYERPROOFING
IS TO CONSIST OF A HEAVYY BRUSH OR TROWEL COAT OF A COMMERCIAL BITUMINOUS PREPARATION.

NEW 12" CMU FOUNDATION WALLS REINFORCED WITH HORIZONTAL DUR-O-WALL REINFORCING EVERY OTHER
COURSE, ABOVE GRADE AND EVERY COURSE BELOW GRADE.

NEW CMU FOUNDATION WALLS SHALL BE DOWELED INTO EXISTING CMU FOUNDATION WALLS USING *4 RODS,
DRILLED AND INSTALLED EVERY OTHER COURSE. JOINT SHALL BE CAULKED AND CONTINUOUS.

5/8"¢ X 16" LONG, HOOKED ANCHOR BOLTS TO BE SET IN FOUNDATION WALLS @ &' OC. AND AT 12" FROM ALL
CORNERS. FILL TOP TWO COURSES SOLID WITH CONCRETE.

TERMITE SHIELD -
TERMITE SHIELDS SHALL BE COPPER OR ALUMINUM, BE PROPERLY INSTALLED ON THE TOP OF ALL FOUNDATION
WALLS, AND SHALL BE SEALED WITH INSULATIVE SEALER.

CONCRETE SLAB -

SLABS SHALL BE LAID SEPARATELY FROM FOUNDATION WALLS AND FOOTINGS.

WHERE SLABS COME IN CONTACT WITH EXTERIOR WALLS, PROVIDE 1/2" WIDE CLOSED CELL FOAM OR ASPHALT
INPREGNATED FIBERBOARD EXPANSION JOINT.

CONCRETE SLABS SHALL BE A MINIMUM THICKNESS OF 4", INSTALLED OVER A 4" I.AYER OF GRAVEL OR LOOSE
STONE, WELL TAMPED OR ROLLED, AND SHALL HAVE A 28-DAY MINIMUM COMPRESSIVE STRENGTH OF sm PS.l.

WOoOoD FRAMING AND MISCELLANEOUS CONSTRUCTION -
ALL FRAMING LUMBER SHALL BE DOUGLAS FIR No. 2 OR BETTER HAYE A MIN. Fo ¢ E AS FOLLOWS:

Fo E
A. BEAMS, HEADERS, ¢ GIRDERS 1450 PSI 100200
B. JOISTS, RAFTERS, TRIMMERS, ETC. 1452 PS.I. o002
C. STUDS 202 PS.l. 2002002

ALL LUMBER SHALL BE GRADE MARKED FOR ALL CONSTRUCTION AND SHALL BEAR GRADE MARKING WHEN
DELIVERED TO SITE.
ENGINEERED LUMBER SHALL BE MICROLLAM LVL OR PARALLAM PSL AS MANUFACTURED BY WETERHAEUSER
COMPANY OR EQUIVALENT HAVING THE FOLLOWING MINIMUM PROPERTIES:
POSTS: Fo = 2300 peiE = 1800000 pei

- - . i

THE DESIGN OF THE ENGINEERED | JOISTS 1S BASED ON THE FOLLOUWING VALUES:

2 12" 22 |2 12" TUI3e |1 1/8" TUI232 |1 1/8" TUize (1l /8" TuiBen | 14" TII/362 | 14" TI/Be0
MOMENT |2000 FT-LBS | 2300 FT-LBS |4215 FT-LBS | &80 FT-LBS | 9500 FT-LB8|1335 FT-LBS | 11275 FT-LBS
SHEAR 1300 LBS 1330 LBS 1655 LBS 2390 LBS 2050 LBS 1955 LBS 2320 LBS
ELASTICITY| 126 LBS-IN? | 206 LBS-IN2 | 341LBe-IN | 418 LBs-IN 2 | 636 LBS-IN | 12 LBS-IN 4| 926 LBS-IN?
SPAN 6'-3" 6'-8" 19'-12" 20'-1" 23'-g" 23'-g" 26'-10"

PROVIDE ENGINEERED JOISTS THAT MEET OR EXCEED THESE VALUES

ALL PLYWOOD TO BE APPROVED TYPE AND SHALL HAVE APPROVED STAMP THEREON BEFORE DELIVERY.

ALL EXTERIOR WALLS SHALL BE CONSTRUCTED IN ACCORDANCE WITH "PLATFORM"-TYPE FRAMING STANDARDS.
STUDS SHALL BE 2" X 4" @ 6" OC, SHALL BE PROPERLY BRIDGED AND COVERED WITH 112" EXTERIOR-GRADE
PLYWOOD SHEATHING AND 15* FELT PAPER OR TYVYEK HOUSEWRAR, WITH A MINIMUM 4" OVERLAP.

HEADERS OVER OFENINGS 4' WIDE OR GREATER SHALL BEAR ON 4" X

OTHERWISE NOTED ON PLANS,

4" WOOD POSTS, EXCEPT WHERE

ALL HEADERS TO BE (2) 2" X 12", EXCEPT WHERE OTHERWISE NOTED ON PLANS.

4" MINIMUM BEARING FOR ALL WOOD BEAMS AND RAFTERS.

PROVIDE CROSS BRACING BETWEEN ALL JOISTS @ &'-2" OC. MAXIMUM.
BEARING PARTITIONS SHALL BE CONSTRUCTED OF 4" X 4" SILLS AND PLATES AND 2" X 4" STUDS @ 16" OC.
IF CONVENTIONAL ROOF FRAMING 1S USED, PROVIDE 2" X 6" COLLAR TIES @ 32" OC.

PROVIDE DOUBLE JOISTS UNDER COLUMNS THAT FALL ABOVYE IT.
WHEN USING TWO OR MORE MICRO-LAM BEAMS AS A UNIT, THEY SHALL BE WELL SPIKED TOGETHER USING 2 ROWS

OF led NAILS e 12" OC.

ATTIC SPACE SHALL BE VENTED BY EITHER EAVE VENTS OR RIDGE AND SOFFIT YENTS.
WHERE IT IS NECESSARY TO CUT FRAMING MEMBERS FOR INSTALLATION OF MECHANICAL WORK, ARCHITECT TO BE

NOTIFIED AND SITE PHOTOS SUBMITTED TO ARCHITECT

AREAS EXPOSED DIRECTLY TO WATER (SHOWERS, TUBS, ETC) TO BE WALL FINISHED W/CEMENT/COMPOSITE BOARD.

PROTECTION OF WOOD CONSTRUCTION -

WOOD JOISTS OR WOOD STRUCTURAL FLOORS CLOSER THAN lg8",

WOOP GIRDERS CLOSER THAN 12", OR SILLS

CLOSER THAN 8" TO AN EXPOSED GROUND SURFACE WITHIN OR OUTSIDE THE BUILDING SHALL BE TREATED WITH
TWO (2) COATS OF "WOOD LIFE" OR SHALL BE OF AN EQUIVALENT WOOD SPECIES OR TREATMENT.

WooD OR PLYWOOD USED AS SIDING OR A COMBINATION OF SIDING AND SHEATHING SHALL BE ISOLATED FROM

EXPOSED GROUND BY AT LEAST &
ELECTRICAL SPECIFICATIONS -

ALL ELECTRICAL PLANS HAVE BEEN DESIGNED AND ALL WORK SHALL BE EXECUTED IN ACCORDANCE WITH
LATEST EDITION OF THE UNIFORM CONSTRUCTION CODE, THE 2020 NATIONAL ELECTRICAL CODE AND LOCAL

ELECTRICAL CODES, RULES, AND REGULATIONS.
PLUMBING SPECIFICATIONS -

ALL PLUMBING PLANS HAVE BEEN DESIGNED AND ALL WORK SHALL BE EXECUTED IN ACCORDANCE WITH
LATEST EDITION OF THE UNIFORM CONSTRUCTION CODE, THE 2021 NATIONAL STANDARD FPLUMBING CODE AND

LOCAL PLUMBING CODES, RULES, AND REGULATIONS.
| TECTORS -

SMOKE DETECTORS SHALL BE INSTALLED IN WIRING BEFORE ELECTRICAL SWITCHES ARE WIRED INTO LINE.
SMOKE DETECTORS SHALL BE HARD WIRED AND INTERCONNECTED.

NAILING SCHEDU.

THE MINIMUM REQUIRED NAILING SCHEDULE 19 AS FOLLOWS UNLESS OTHERWISE NOTED ON PLANS:
FASTENER SCHEDULE FOR STRUCTURAL WOOD MEMBERS

FACE NAIL

DESCRIPTION OF BUILDING ELEMENTS NO. ¢ TYPE SPACING OF FASTENERS
OF FASTENERS

JOIST TO SILL OR GIRDER, TOENAIL 3-8d -

1" X &" SUBFLOOR OR LESS TO EACH JOIST, 2-8d, -

2 STAPLES-| 3/4

STAIR ASSEMBLY:
a. HEADROOM &'-8" MIN. AND WIDTH 3'-2" MINI PER IRC R3I1.1.2

b. THE MAXIMUM RISER HEIGHT SHALL BE 8-1/4". OPEN RISERS ARE PERMITTED PROVIDED THAT THE OPENING
BETWEEN TREADS 1S LESS THAN 4. THE MINIMUM TREAD DEPTH SHALL BE 9'FPER IRC R3Il.152

<. HANDRAILS SHALL BE PROVIDED ON AT LEAST ONE SIDE OF EACH CONTINUOUS RUN OF TREADS OR FLIGHT WITH
4 OR MORE RISERS. HANDRAIL HEIGHT SHALL BE NOT LESS THAN 32" AND NOT MORE THAN 38"

DOOR AND WINDOW NOTES

. EVERY SLEEPING ROOM AND HABITABLE ROOMS IN BASEMENTS SHALL HAVE AT LEAST ONE OPERABLE WINDOW
WITH A NET CLEAR OPENING OF 51 SF. THE OPENING HEIGHT SHALL BE 24" MINIMUM AND WIDTH 22" MINIMUM, WITH A
FINISHED SILL HEIGHT NO MORE THE 44" ABOVE THE FLOOR, FPER IRC R3122.l. IF WINDOW WELLS ARE NECESSARY
THEY SHALL MEET THE REQUIREMENTS OF IRC R31©.23

2WINDOW SILL HEIGHT: WHERE A WINDOW IS PROVIDED AS THE EMERGENCY ESCAPE AND RESCUE OFENING, IT SHALL
HAYE A SILL HEIGHT OF NOT MORE THAN 44" ABOYE THE FLOOR

SAFETY GLAZING

AS FOUND IN SECTION R3284, SAFETY GLAZING 1S REQUIRED IN THE FOLLOUWING LOCATIONS:
IN AND NEAR SWINGING AND SLIDING DOORS

IN WINDOWS-LARGE LITES OF GLASS NEAR WALKWAYS

AROUND TUBS, SHOWERS, POOLS AND OTHER SIMILAR FIXTURES

NEAR STAIRS, RAMPS AND THE LANDINGS

GLAZING MUST BE LABELED PER THE CONSUMER PRODUCT SAFETY COMMISSION (CPSC) 16 CFR 1201 REQUIREMENTS.

EXCEPTIONS MAY BE MADE FOR OPENINGS LESS THAN 3 INCHES IN DIAMETER IN DOORS OR DECORATIVE GLASS
AND GLAZING PROVIDED WITH A PROTECTIVE BAR

NIi2114 (R421.3) CERTIFICATE (MANDATORY)

A PERMANENT CERTIFICATE SHALL BE COMPLETED BY THE BUILDER OR OTHER APPROVED PARTY AND POSTED ON A

WALL IN THE SPACE WHERE THE FURNACE 1S LOCATED, A UTILITY ROOM OR AN APPROVYED LOCATION INSIDE THE
BUILDING. WHERE LOCATED ON AN ELECTRICAL PANEL, THE CERTIFICATE SHALL NOT COVER OR OBSTRUCT THE
VISIBILITY OF THE CIRCUIT DIRECTORY LABEL, SERVICE DISCONNECT LABEL OR OTHER REQUIRED LABELS. THE
CERTIFICATE SHALL INDICATE THE PREDOMINANT R-VALUES OF INSULATION INSTALLED IN OR ON CEILINGS, ROOFS,
WALLS, FOUNDATION COMPONENTS SUCH AS SLABS, BASEMENT WALLS, CRAWL SPACE WALLS AND FLOORS, AND DUCTS
OUTSIDE CONDITIONED S$PACES: U-FACTORS OF FENESTRATION AND THE SOLAR HEAT GAIN COEFFICIENT (SHGC) OF

FENESTRATION, AND THE RESULTS FROM ANY REQUIRED DUCT STYSTEM AND BUILDING ENYELOPE AIR LEAKAGE TESTING

PERFORMED ON THE BUILDING. WHERE THERE 1S MORE THAN ONE VALUE FOR EACH COMPONENT, THE CERTIFICATE
SHALL INDICATE THE VALUE COVERING THE LARGEST AREA. THE CERTIFICATE SHALL INDICATE THE TYPES AND
EFFICIENCIES OF HEATING, COOLING AND SERVICE WATER HEATING EQUIPMENT. WHERE A GAS-FIRED UNVENTED ROOM
HEATER, ELECTRIC FURNACE, OR BASEBOARD ELECTRIC HEATER IS INSTALLED IN THE RESIDENCE, THE CERTIFICATE
SHALL INDICATE "GAS-FIRED UNVENTED ROOM HEATER," "ELECTRIC FURNACE" OR "BASEBOARD ELECTRIC HEATER"
AS APPROPRIATE. AN EFFICIENCY SHALL NOT BE INDICATED FOR GAS-FIRED UNVENTED ROOM HEATERS, ELECTRIC
FURNACES AND ELECTRIC BASEBOARD HEATERS.

NII224.12 (R422.4.12) TESTING

THE BUILDING OR DUELLING UNIT SHALL BE TESTED AND VERIFIED AS HAVING AN AIR LEAKAGE RATE OF NOT

EXCEEDING FIVE AIR CHANGES PER HOUR IN CLIMATE ZONES | AND 2, AND THREE AIR CHANGES PER HOUR IN CLIMATE
ZONES 3 THROUGH 8. TESTING SHALL BE CONDUCTED IN ACCORDANCE WITH RESNET/ICC 282, ASTM ET19 OR ASTM El821
AND REPORTED AT A PRESSURE OF 22 INCH WG. (52 PASCALS). WHERE REQUIRED BY THE BUILDING OFFICIAL, TESTING

SHALL BE CONDUCTED BY AN APPROYED THIRD PARTY. A WRITTEN REPORT OF THE RESULTS OF THE TEST SHALL BE
SIGNED BY THE PARTY CONDUCTING THE TEST AND PROVIDED TO THE BUILDING OFFICIAL. TESTING SHALL BE
FPERFORMED AT ANY TIME AFTER CREATION OF ALL PENETRATIONS OF THE BUILDING THERMAL ENVELOPE.

NIi@33.3 (R423.3.3) DUCT TESTING (MANDATORY)

1" BRACE TO EACH STUD AND PLATE, FACE NAIL

2-8d
2 STAPLES 1 3/4

SOLE PLATE TO JOIST OR BLOCKING, 6d 6'oc
FACE NAIL DUCTS SHALL BE PRESSURE TESTED TO DETERMINE AIR LEAKAGE BY ONE OF THE FOLLOWING METHODS:
TOF PLATE 10 STUD. END NAL ea - ROUGH-IN TEST: TOTAL LEAKAGE SHALL BE MEASURED WITH A PRESSURE DIFFERENTIAL OF @) INCH WG, (25 PA)
: ACROSS THE SYSTEM, INCLUDING THE MANUFACTURER'S AIR HANDLER ENCLOSURE IF INSTALLED AT THE TIME OF THE
sTUD TO SOLE FPLATE 3-8d or 2-led - TEST. REGISTERS SHALL BE TAPED OR OTHERWISE SEALED DURING THE TEST.
DOUBLED 8TUDS, FACE NAIL 1od 24" oc POSTCONSTRUCTION TEST: TOTAL LEAKAGE SHALL BE MEASURED WITH A PRESSURE DIFFERENTIAL OF 21 INCH WG. (25
PA) ACROSS THE ENTIRE STSTEM, INCLUDING THE MANUFACTURER'S AIR HANDLER ENCLOSURE. REGISTERS SHALL BE
DOUBLED TOP PLATES, FACE NAIL 12d 24" oc TAPED OR OTHERUISE SEALED DURING THE TEST.
BOLE PLATE TO JOIST OR BLOCKING AT BRACE 3-l6d 6" oz
WALL PANELS EXCEPTIONS:
DOUBLE TOP PLATES, MIN. 24" OFFSET OF END 3-led - A DUCT AIR-LEAKAGE TEST SHALL NOT BE REQUIRED WHERE THE DUCTS AND AIR HANDLERS ARE LOCATED ENTIRELY
JOINTS, FACE NAIL IN LAPPED AREA WITHIN THE BUILDING THERMAL
B B o) JOI8TS OR RAFTERS TO 3-&d - A DUCT AIR-LEAKAGE TEST SHALL NOT BE REQUIRED FOR DUCTS SERVING HEAT OR ENERGY RECOVERY VENTILATORS
: TOENA THAT ARE NOT INTEGRATED
RIM JOIST TO TOP PLATE, TOENAIL ed o' oc. WITH DUCTS SERVING HEATING OR COOLING SYSTEMS,
TOP PLATES, LAPS AT CORNERS AND 2-od ;
: A WRITTEN REPORT OF THE RESULTS OF THE TEST SHALL BE SIGNED BY THE PARTY CONDUCTING THE TEST AND
INTERSECTIONS, FACE NAIL PROVIDED TO THE BUILDING OFFICIAL.
BUILT-UP HEADER, TWO PIECES WITH 12" SPACER lod l6"0cALONGEACH EDGE.
CONTINUOUS HEADER, TWO PIECES lod l6"0.c.ALONG EACH EDGE.
CEILING JOI8T® TO PLATE, TOENAL 2-8d - ENERGY SUB-CODE COMPLIANCE
CONTINUOUS HEADER TO STUD, TORNAIL 4-8d - COMPLIANCE METHODS VARY DEPENDENT ON CLIMATE ZONE AND BUILDING TYPE. THE
CEILING JOISTS, LAPS OVER PARTITIONS, 3-10d - ENERGY SUBCODE SEPARATES THE STATE INTO TWO CLIMATES ZONES AS FOLLOWS:
- - ZONE 44 - ATLANTIC, BURLINGTON, CAMDEN, CAPE MAY, CUMBERLAND, ESSEX, GLOUCESTER,
CRLING 0I8T® TO PARALLEL RAFTERS, 3-1od HUDSON, MERCER, MIDDLESEX, MONMOUTH, OCEAN, SALEM AND UNION COUNTIES
RAFTER TO PLATE, TOENAIL 2-led -

ZONE BA -BERGEN, HUNTERDON, MORRIS, PASSAIC, SOMERSET, SUSSEX AND WARREN
COUNTIES.

WALL SHEATHING TO FRAMING:

WOOD STRUCTURAL PANELS, SUBFLOORS, ROOFS AND WALL SHEATHING TO FRAMING, AND PARTICLE BOARD

5/6-172 6 COMMON NAIL (SUBFLOOR, WALL) | & 12
8d_ COMMON NAIL (ROOF)

19/32 - | 8cl COMMON NAIL & 12

11/8 - 1 /4 I©d COMMON NAIL OR A 12
8d DEFORMED NAIL

DESCRPTION OF
FASTENERS

DESCRIPTION OF
BUILDING MATERIALS

SPACING OF FASTENERS

EDGES (inches)

INTERMEDIATE SUPPORT (inches)

OTHER WALL SHEATHING

| 3/4 GALY. ROOFING NAIL,
szLvANIZED 15"/'3 ?.E*&'Z':E
15/8 SCREWS, TYPE W OR S

172" REGULAR CELLULOSIC | 1112 GALY. ROOFING NAIL, 3 ®
FIBERBOARD SHEATHING | 6d COMMON NAIL,
STAPLE I GA., 1172 LONG
172" STRUCT. CELLULOSIC 1172 GALY. ROOFING NAIL, 3 ®
FIBERBOARD SHEATHING | 8d COMMON NAIL,
STAPLE 6 GA., 1 172 LONG
25/32" STRUCT. CELLULOSIC | 1 3/4 GALY. ROOFING NAIL, | 3 ®
FIBERBOARD SHEATHING | 8d COMMON NAIL,
STAPLE 16 GA., | 3/4 LONG
172" GYPSUM SHEATHING 11/2 GALY. ROOFING NAIL, 4 8
6D COMMON NAIL, STAPLE
GALVANIZED, | 1/2 LONG
1174 SCREWS, TYPE W OR 8.
5/8" GYPSUM SHEATHING 4 P

WOOD STRUCTURAL PANELS, COMBINATION SUBFLOOR UNDERLAYMENT TO FRAMING

12D COMMON NAIL

3/4 AND LESS DEFORMED NAIL OR e 12
8D COMMON NAIL

/8 -1 8P DEFORMED NAIL OR & 12
8D COMMON NAIL

18 -11/4 8D DEFORMED NAIL OR 6 12

1) ALL NAILS ARE SMOOTH-COMMON, BOX OR DEFORMED SHANKS EXCEPT WHERE OTHERWISE STATED.
2.) STAPLES ARE 16 GAUGE WIRE AND HAVE A MINIMUM T/1& INCH ON DIAMETER CROUN WIDTH.
3) 51:!1.9 SHALL BE SPACED AT NOT MORE THAN & INCHES ON CENTER AT ALL SUPPORTS WHERE SPANS ARE

INCHES OR GREATER

I" X &" SHEATHING TO EACH BEARING, FACE NAIL 2-&d, -
2 STAPLES 1 3/4 \
T SEATING O EAS A e A WL 2o - INSULATION AND FENESTRATION REQMTS BT COMPONENTS
3 STAPLES |1 3/4

WIDER THAN " X 8" SHEATHING TO EACH BEARING 3-gd, - Climate | Fenestration | Skylight J Glazed Celling | Wood  |Mass Floor Basement |Slab Craul
FACE NAIL 4 STAPLES | 3/4 Zone U-Factorb U-Facter Fenestr%tion R-valug Frame Wall o R-Vvalue | Wall eR -Value a Space
BUILT-UP CORNER STUDS  12d 24" oc. - SHGC wall e [TV R-valueq ¢ DeptH A\ aluecd
Egl’l:g‘-aueP GIRDER AND BEAMS, 2 INCH LUMBER 12d N?'Il. EAiTH %.AYER AS F%éro_'we 32 or 2@.5¢%|

32" ocC OF AND BO ¢

STAGGERED. TWO NAILS AT ENDS 4A 230 255 DA4D 60 g: g’:‘z%i'::‘ &/13 19 1@ci or 12 | 1@cl, 4ft | 1@cl or 13

AND AT EACH SPLICE A

30 or 20+H¢
2" PLANKS 2-led AT EACH BEARING 2-led AT EACH BEARING
BA 220 255 040 6o |orBBioe | 13/1 30 Eﬁ; g’;:e‘ 1@el, 48t | 15cl or 13
ROOF RAFTERS TO RIDGE, VALLEY OR HIP RAFTER: - or @20eh orlz4el
TOE NAIL 4-led
FACE NAIL 3-led a. R-values are minimums. U-factors and SHGC are maximums. When insulation is installed in a cavity which ie less than
Y
RAFTERS TIES TO RAFTER, FACE 3-8d - the label or design thickness of the insulation, the installed R-value of the insulation shall not be less than the R-value
g

specified in the table.
b. The fenestration U-factor column excludes ekylights. The SHGC column applies to all glazed fenestration.

c. Bcl or 13"means R-5 continuous insulation (ci) on the interior or exterior surface of the wall or R-13 cavity insulation on the
Interior side of the wall. 1@cl or 13"means R-1D continuous Insulation (cl) on the interior or exterior surface of the wall or R-13
cavity insulation on the interior side of the wall. 1B¢i or 19 or 13 + Bci’means R-15 continuous Insulation (ci) on the interior or
exterior surface of the wallt or R-19 cavity Insulation on the interior side of the wallt or R-13 cavity insulation on the interior of the

wall in addition to R-5 continuous insulation on the interier or exterior surface of the wall

d. R-5 insulation shall be provided under the full slab area of a heated slab in addition to the required slab edge insulation R-value
for slabs. as Indicated In the table. The slab-edge Insulation for heated slabs shall not be required to extend belouw the slab.

g- The first value is cavity insulationt the second value is continuous insulation. Therefore, as an example, 13 + 5"means R-13

cavity Insulation plus R-5 continuous Insulation.

h. Mase walle shall be in accordance with Section Nll@225. The second R-value applies where more than half of the Insulation

is on the interior of the mass wall.

GROUNDING CLAMP
SIZE AS REQ'D (TYFP-2)

WATER PIFPE

LEGEND:

LIGHT FIXTURE W/ EXHAUST
FAN DUCT TO OUTSIDE

LIGHT FIXTURE - CEILING MOUNTED

HI-HAT LIGHT FIXTURE

RECESSED LED S$POT

SURFACE MOUNTED FLUORESCENT

LIGHT FIXTURE
PENDANT LIGHT

EMERGENCY LIGHT
SECURITY LIGHT

CEILING FAN/LIGHT

LIGHT SWITCH
$o  DIMMER sWITCH

$.  TRHEE waY switcH

$  LIGHT SWITCH w/ SENSOR

0
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©
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FL
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EXISTING BASEMENT PLAN

THE SIZE AND DIRECTION OF FLOOR JOISTS IN THIS AREA COULD NOT BE DETERMINED

AR-1

SCALE: 1/4" = [|'-@"

THESE AREAS WERE NOT ACCESIBLE FOR VISUAL INSPECTIONS. THESE PLANS WERE PREPARED ASSUMING
THE SIZE AND DIRECTION OBTAINED FROM VISUAL INSPECTION OF THE FIRST FLOOR FRAMING MEMBERS

FROM THE BASEMENT AREAS. DURING THE DEMOLTION PHASE, THE CONTRACTOR SHALL VERIFY EXISTING
CONDITIONS AND REVIEW THESE CONDITIONS WITH THE PLANS.

ANY DISCREPANCIES BETWEEN THE ACTUAL FIELD CONDITIONS AND THE PLANS

SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT, IN WRITING IMMEDIATTELY.

THIS NOTICE SHALL BE SENT TO THE ARCHITECTS OFFICE VIA CERTIFIED MAIL W/RETURN RECEIPT REQUESTED.
FAILURE TO PROVIDE SUCH NOTICE SHALL OBLIGATE THE CONTRACTOR TO PERFORM ANY ¢ ALL REMEDIAL
WORK THAT MAY BE REQUIRED AT NO ADDITIONAL COST TO THE HOMEOWNER.
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PLEASE NOTE:

41016 LUMINAIRES IN CLOTHES CLOSETS.
(A) LUMINAIRE TYPES PERMITTED.
____________________________ | LISTED LUMINAIRES OF THE FOLLOWING TYPES SHALL BE PERMITTED TO BE INSTALLED IN A CLOSET:

(1) A SURFACE-MOUNTED OR RECESSED INCANDESCENT LUMINAIRE WITH A COMPLETELY ENCLOSED LAMP
(2) A SURFACE-MOUNTED OR RECESSED FLUORESCENT LUMINAIRE

\_EXI5TING DECK
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NOT BE REPRODUCED IN ANY FORM, BY
ANY METHOD OR FOR ANY PURPOSE,
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THIS DRAWING IS COPYRIGHTED AND
PROTECTED UNDER THE LAWS OF THE
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OF THIS DOCUMENT IS AN INFRINGEMENT
UPON COPYRIGHT LAWS.

(3) SURFACE-MOUNTED FLUORESCENT OR LED LUMINAIRES IDENTIFIED AS SUITABLE FOR INSTALLATION WITHIN THE STORAGE AREA
(B) LUMINAIRE TYPES NOT PERMITTED.
INCANDESCENT LUMINAIRES WITH OPEN OR PARTIALLY ENCLOSED LAMPS AND PENDANT LUMINAIRES OR LAMPHOLDERS SHALL NOT BE PERMITTED.

EXISTING (C) LOCATION.
DECK THE MINIMUM CLEARANCE BETWEEN LUMINAIRES INSTALLED IN CLOTHES CLOSETS AND THE NEAREST POINT OF A STORAGE SPACE SHALL BE AS FOLLOWS:

(1) 300 MM (12 IN) FOR SURFACE-MOUNTED INCANDESCENT OR LED LUMINAIRES WITH A COMPLETELY ENCLOSED LIGHT SOURCE INSTALLED ON THE WALL ABOVE
EXISTING THE DOOR OR ON THE CEILING
CK (2) 150 MM (& IN.) FOR SURFACE-MOUNTED FLUORESCENT LUMINAIRES INSTALLED ON THE WALL ABOVE THE DOOR OR ON THE CEILING

(3) 150 MM (& IN) FOR RECESSED INCANDESCENT OR LED LUMINAIRES WITH A COMPLETELY ENCLOSED LIGHT SOURCE INSTALLED IN THE WALL OR THE CEILING
(4) 150 MM (6 IN) FOR RECESSED FLUORESCENT LUMINAIRES INSTALLED IN THE WALL OR THE CEILING
(5) SURFACE-MOUNTED FLUORESCENT OR LED LUMINAIRES SHALL BE PERMITTED TO BE INSTALLED WITHIN THE STORAGE SPACE WHERE IDENTIFIED FOR THIS USE.
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ALARMS LOCATED AS REQUIRED FOR NEW DWELLINGS.
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